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AIR TERMINALS7\ NOTES
/\ 1. ALL GROUNDING CONDUCTORS SHALL BE INSULATED AND COLOR
CODED EXCEPT FOR THE EES COUNTERPOISE WHICH SHALL BE BARE
¥ #4/0 AWG. DOWN CONDUCTORS AND ROOF CONDUCTORS WHICH SHALL
BE 28 STRANDS 14 AWG EACH STRAND BARE TINNED COPPER.
) y )
? ? ¢ ? ¢ ? ¢ ? ¢ 2. GROUNDING CONDUCTORS BETWEEN MULTIPOINT GROUND PLATES SHALL
BE #4/0 COLOR CODED GREEN/ORANGE UNLESS NOTED OTHERWISE. RUN
L ROOF CONDUCTOR (TYP.) IN CABLE TRAYS WHERE POSSIBLE
_ 3. ALL CONDUCTORS ENTERING THE BUILDING SHALL ENTER THROUGH A
2| 2|2 2|2 MINIMUM OF 10 FT OF RGS CONDUIT. WHICH SHALL BE CONNECTED
BY GROUND BUSHING TO THE EES VIA #2 AWG COPPER.
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